To investigate traffic tunnel ventilation flows, a scaled model of a traffic tunnel with longitudinal ventilation system based on ducted fans is used. Flows in tun-
Introduction
Longitudinally ventilated traffic tunnels mostly utilize ventilation systems based on axial ducted (jet) fans attached to the tunnel ceiling. For conducting experimental research of this problem, a scaled model of traffic tunnel with longitudinal ventilation presented in fig. 1 is utilized. Details about tunnel model installation characteristics can be found in [1] . Geometric similarity of the model tunnel and real scale tunnel has a scale ratio of 1:19. Since Reynolds number equality condition cannot be satisfied, experimental results cannot be used in quantitative way to analyze real scale tunnel ventilation system. Using this model the influence of the flow characteristics at the fan exit which are the boundary conditions for CFD model can be studied in detail. If it happens that any of these characteristics play a significant role on the flow field or pollutant dispersion in this model, one can expect similar influence on the real flow systems. Moreover, complete similarity conditions between laboratory and CFD model can be reached by choosing a virtual fluid with viscosity scaled to satisfy the equality of Reynolds number. Special concern of this current research is also the mechanical efficiency of the ventilation, and its improvement possibilities, [1 -3] . To carry this research task, a --------------Author's e-mail: milans@ac.me detailed experimental and numerical assessment of both fan-flow and tunnelflows is necessary. The laboratory model can also be used to validate 1-D numerical models for ventilation design, which also requires some of the fan characteristics, studied here. Different axial fan configurations could be found in tunnels: ducted fans, ducted fans with silencers, reversible or unidirectional, fans with slanted wings or slanted silencers (banana jet), and fans with slanted converging nozzles, [2, 3] . To be able to carry out detailed CFD analysis of tunnel flows, ventilation scenarios and the pollutant removal efficiency, a detailed insight in the fan flow field is required. The experimental results presented here will support further evaluation of fan induced flow effects in the tunnel on the overall energy and pollutant transport efficiencies.
Ducted fan flow field is characterized by complex structure, with transient periodic appearance. This periodicity originates from rotor blades' rotational motion. Complex structure of turbulence is produced by ongoing superposition and interaction of unsteadiness originating from physical cause of rotor blades revolution to stochastic vortical turbulent motion caused by turbulent boundary layers formed around moving fan blades, stationary fan duct cylinder, rotor-hub, stator blades, and other surfaces. Vorticity generated by rotor blades interacts with boundary layers of stator blades, generating higher-order stochastic periodicity. Methodology for statistical description of turbulence is to first ensemble average the flow to determine the average flow properties. In turbomachinery this is done by using the characteristic time period of flow behavior -the rotor blade passing period 1/BPF. This procedure alone is not sufficient to completely resolve between these two physical causes in turbulent fan flow, and in this complex flow structure some physical unsteadiness associated with the rotor blades rotation will leak in the turbulent fluctuation signals, obtained by subtracting ensemble-averaged from the original flow signals. To reduce this deficiency of the ensembleaveraging signal processing alone, one could use digital filtering, as proposed in [4] . Such approach is adopted in this work. In order to better segregate between periodic mean flow and turbulence a digital filter procedure in frequency domain of turbulent velocity fluctuation signal is developed.
Experimental facility
Experimental facility consists of a high-speed axial ducted fan and a hot-wire anemometry system with a probe positioning mechanism.
High-speed axial ducted fan
Fan selected for this research work is the electric ducted fan by Great Planes -EDF 55 mm model originally designed for unmanned aerial vehicle, aircraft-vehicles. Operating point in this study is 27500 rpm, in free test-facility flow. Ratio of fan rotor diameter to the real-scale traffic-tunnel fan rotor is approximately1:19. It is a high-speed axial ducted fan with 5-blade rotor and maximum rating of 50000 rpm. It is powered by Electri- Measurement space is confined in radial (span-wise) direction by rotor hub ring fitted over the hub holding extended blades ( fig. 4) , and fan duct inner diameter. Circumferentially, the flow exit area is limited by two neighboring stator blades and their extension blades, for a total of six pass-through spaces. All velocity components reported in this paper are in cylindrical co-ordinates: axial u, circumferential v t , and radial v r . Probe was positioned along three different radiuses ( fig. 4 ) fitted within the hubshroud annulus space: R P = 16.2, 21.2, and 26.2 mm. Corresponding dimensionless radial span: R P * = (R P -R H )/(R D -R H ) values are: 0.168, 0.552, and 0.935. The circular angle co-ordinate measured in clockwise direction was varied in 2° increments between measurements, allowing 25-28 measurement points of the probe, depending on the radial span. All measurements in this work were repeated at identical probe tip positions with a 90°-rotated probe to obtain all three velocity components. For accurate positioning of the probe, a 3-axis thread-guide positioning system was used ( fig. 2 ) allowing ±0.01 mm resolution of probe displacements. To facilitate the probe re-positioning in circular 2° increments along selected radius, the fan duct was fitted in a machined housing attached to the test table. This allowed the fan duct to be rotated around its axis while the fan remains axially centered. Radial dependence of flow properties was measured along three different radial directions ( fig. 4 ): mid-pitch and two near-wall directions, near the stator extended blades. Dimensionless stator-pitch angle is θ P * = θ P /θ max , where θ P angle spans between two neighbor stator blade surfaces. Values of θ P * for these three measurements of spanwise profile were: 0.052, 0.5, and 0.948. Probe was then repositioned using the guide mechanism alone, in 1 mm radial increments, for a total of eleven measurement points per pitch value. Two-sensor hot-wire probe anemometry measurement system A two-sensor hot wire X-probe with added pair of near-wall positioning pins, shown in fig. 5 , was developed specifically for measurements of this kind. Prong spacing is 0.5 mm, platinum + 10% rhodium alloy sensors length is 0.71 mm and spanwise distance between two pairs of prongs is 0.3 mm. The details about probe construction and calibration can be found in [5] [6] [7] , where probes of similar configuration and the calibration procedure are presented. Probe is heated by a constant temperature anemometer circuits designed by AA Lab Systems at a 1.4 overheat ratio, corresponding to approximately 290 °C sensor temperature, which provides reasonable sensitivity with minimal sensor thermal contamination. Frequency response of the system, for velocities in the range studied in this paper, was around 20 kHz. Signals were amplified using a 2 nd stage amplifier of the anemometer unit, along with an analog filter built in the circuit and adjusted to filter out the very-high frequency noises. System was calibrated using laboratory wind tunnel producing a steady air nozzle flow in the desired velocity range of 23-50 m/s, upon initial measurements of spanwise velocity components, it is found that variation of yaw angle in the range of ±15° was sufficient, with most of the data within ±10°. According to [8] the influence of the neglecting of one of the cross-stream velocity components on the accuracy of streamwise velocity component, is negligible. Probe calibration accuracy estimated by comparison of induced and measured velocity values is below 0.5%, for most of the measurement positions along this range. The RMS of measurement-system noise signal was acquired, and noise-induced velocity error estimated to be of the order under ±0.03 m/s in our velocity measurement range. Ambient temperature variations during the carried experiments were within ±0.4 °C. This corresponds to a velocity measurement error approximately within ±0.5%, which is of the same order as the calibration accuracy of the system and is consistent with the results presented in study [9] . For this reason temperature correction procedure was not performed.
In order to determine the optimal sampling rate, the signal was sampled with 100 kHz which is upper limit of our AD convertor. Analyzing the velocity signal spectra it was determined that there is no significant energy in the flow at the frequencies above 20 kHz, which was the upper limit of our anemometry system. Optimal recording period of 15 seconds was assessed by analyzing its influence on some statistical and spectrum features of flow turbulence properties. It is a fairly long signal length (1.5 million samples), i. e. approximately 6875 complete fan rotor revolutions.
Signal processing procedure

Ensemble-averaging procedure
As mentioned previously and reported in references [3, 10, 11 ] the ensembleaveraging technique was used to process the velocity signal as the first step in resolving phase-averaged mean-flow from turbulence. It operates over the original signal in the time domain and can be defined as a mean-value filtering applied over a phase-coherent set of signal samples. The distance between the samples within each set is determined by the main pe- riod of the signal, i. e. the blade passing period between two successive rotor blade passes in the stationary reference frame. In the work presented here, ensemble-averaging filter operates over a window of N P rotor blade passing periods, and slides along the original velocity signals. The window is symmetrically centered around the current time moment. The procedure computes the ensemble-averaged mean value over a total number of N P + 1 phase-coherent samples, and is denoted by ũ(t), where tilda-hat sign is used trough this paper to denote ensemble-averaged quantities. Original velocity u(t) is thus a sum of the ensemble-averaged ũ(t) and the fluctuating component u'(t):
or in rotor-phase denotation:
By test averaging a flow velocity signal, a period of N P = 300 blade passes was selected for processing all velocity, i. e. 60 complete rotor revolutions or approximately 0.131 seconds of real flow time at RPF = 458 Hz rotor frequency, and the blade passing frequency BPF = 2290 Hz. This is consistent with the findings on recommended minimum number of ensemble periods with respect to total turbulence intensity, presented in study [11] , on axial fan measurements with hot wire probes. The fast fourier transform (FFT) signal of energy spectrum of ensemble-averaged velocity will show the characteristic periodic pattern dominating at BPF, but will pass some higher order harmonics as well. Time averaged (mean flow) velocity is related to ũ(t) as: ( ). u u t  As expected, highest axial velocity is registered along the mid-value radius R P * = 0.552. Maximum value is between 0-0.5 pitch value. Curvature of stator blades is designed to straighten the flow within the fan duct so the flow is axially accelerated. Tangential velocity changes sign in the θ P * → 1 area. This behavior is consistent and is a result of duct and stator blades boundary layers displacement-behavior. To conduct a detailed CFD analysis of tunnel air and pollutant flow, the fan flow information is required. Besides the mean-value of fan velocity components discussed in previous chapter, the other turbulence properties as turbulence kinetic energy/intensity, and dissipation rate are desirable. For more advanced turbulence modeling, additional experimental information on stresses is valuable in order to check the quality of numerical approach. In addition, in order to investigate further tunnel fan improvements, as discussed in recent studies [3] , and optimize CFD approaches for accuracy, experimental knowledge of more detailed physical quantities like Reynolds stresses, flow length scales and turbulent kinetic energy (TKE) production rate is desirable.
Definitions used to compute TKE denoted as k, turbulence departure to anisotropy DA, and the turbulence intensity Tu, are given in eq. (4), respectively. Integral length scale for turbulent flow estimates the size of the largest eddies, the definition is given in eq. (5). Autocorrelation function R(τ) is computed up to its first zero amplitude, as suggested by the study in [12] .
Span vs. time distribution of flow properties is constructed for θ P * = 0.5. Ensembleaveraged axial, radial, and tangential velocities over two blade passing periods (BPP), are pre- and (b). The TKE, k, and its departure to anisotropy DA, are presented in figs. 11(a) and (b) . Turbulence is fairly isotropic over BPP periods, with DA value of 0.5-2.5% in most of the span space, except for phases when rotor wakes are convected downstream and approach the probe with anisotropy values over 4%. Maxima of dimensionless TKE -k (under ~0.3%), correspond to these phases. Same is true for quantities like Reynolds stresses. Axial-tangential Reynolds stress, Ruv t , spanwise (θ P * = 0.5) distribution over 2-D BPP periods is presented in fig. 12 , in its physical SI units. Integral length scale of flow computed also over central-pitch span is presented in the fig. 11(c) . It shows average value of largest flow scales of ~2 mm, or ~15% of rotor blade's span. Measurement system allowed to measure five out of six independent members of the Reynolds stress tensor, R ij. Distribution of dimensionless mean-value Reynolds stresses vs. radial span for central pitch θ P * = 0.5, and pitch distribution for R P * = 0.552 span, are presented in fig. 13 (a) and (b), respectively. Mean value is computed by timeaveraging over 6000 BPP (1200 rotor turns). Stresses are non-dimensionalized by rotor tip speed 2 tip U (U tip = 78 m/s). The TKE production rate tensor P ij terms, time-averaged analogous to R ij , are shown in figs. 14(a) and (b). For convenience, values shown are in its physical SI units. fig. 16 . Both figs. are computed for θ P * = 0.5 and three different span probe positions: (a) near-duct, (b) mid-span, and (c) near-hub. Turbulent boundary layers increase these ratios considerably as fan duct and rotor hub surfaces are approached by probe tip. Turbulence intensity, Tu [%] exiting the fan, is computed according to definition proposed for turbomachinery flows, [4] , i. e. eq. 4(c). Spanwise distribution for central pitch as a function of dimensionless time is presented in fig.  17 . From a tunnel-aerodynamics point of view, this turbulence intensity will be superimposed to periodic (physical) unsteadiness presented by ensemble-averaged flow, previously seen on figs. 15 and 16.
Dimensionless thrust coefficient of the analyzed fan, C T defined: Ducted fan total thrust can be also determined using a common formula [2, 3] : where w is the mean exit velocity. By numerical integration of the interpolated experimental axial exit velocity field, volume flow rate and a corresponding axial velocity mean-value of approximately w ≈ 34.6 m/s at the studied rpm, is obtained. Computed total thrust eq. (7) based on this value, for static thrust conditions (w ∞ ≈ 0), is in a very good agreement with the measured value, fig. 18 , at the corresponding rpm value. Some results can be compared to [4, 12] where axial fan flow was investigated in detail using hot wire anemometry. In [4] a ducted 600 mm axial fan flow was determined 129% of blade span downstream of the rotor, using a 3-sensor probe. In [13] a 360 mm axial fan without a duct cylinder was examined. Exit flow was measured at 9% of blade span downstream of the rotor using a 2-sensor probe. Both references analyze fans without downstream stator blades, present in the fan design studied here. As explained here, the flow measurement was performed at 176% of blade span downstream of the rotor. These elements prevent a direct comparison of results with respect to geometry.
Transient nature of ensemble-averaged velocity and turbulent properties show similar character: axial velocity component / uuratio of this study is ~2% at midspan increasing to 8% near walls, while it is 5% at midspan in [4] , and in the 4-25% spanwise range in [13] . The spanwise average integral length-scale of flow is 15% and 13.5% of rotor blade height, in this study and in [4] , respectively. Turbulence intensity is in the 1-9% range in this study, and 1-11% in [4] . Reference [13] reports relative turbulence per velocity component -axial component comparison at the same span probe position (R P * = 0.786) shows similar periodic character and amplitude range: 2-5%.
Comparison reveals reduced levels of turbulence expressed through TKE and R ij for the fan studied here. This can be attributed to the effect of fan duct attenuation of secondary flow component's turbulence further downstream of the rotor in [4] and this study. For example, TKE is reported in [13] and it's dimensionless spanwise rotor-phase distribution is in the 0.21-0.43% range, while it is up to ~0.25% in this study. The R locities, yaw and pitch angles, integral flow scales, turbulent kinetic energy, available Reynolds stresses, turbulent kinetic energy production rates, and the dimensionless thrust coefficient, are determined for this type of fan by processing experimental data. The transient character of ensemble averaged flow properties is determined in detail and presented. Mean value profiles of Reynolds stresses and turbulent kinetic energy production rates are presented for central stator pitch span-wise, and mid-span pitch distributions. Axial exit velocity field is interpolated and resulting fan volume flow rate and fan static thrust is determined using common relation (7) against the fan's static thrust measurements. Some turbulent properties are compared results in similar studies of axial fan flow.
The obtained results can be used in collaboration with CFD to further investigate both the fan flow and the entire tunnel ventilation system. The turbulent fan flow data obtained by processing experimental measurements can be used as a boundary condition for CFD computation of tunnel flows. Several factors and possible improvements -overall tunnel's ventilation energy and vehicle-emitted pollutant transport efficiency, the incident fire scenarios, can be further analyzed from this. Results can be compared to our model experiments [1] , where these fans are utilized. Fan induced swirl and turbulence effect on the resulting tunnel flow, pollutant transport, and the resulting energy and ventilation efficiency can be assessed. In addition, a more accurate evaluation of 1-D numerical models for tunnel ventilation design is possible.
Presented data are valuable for benchmark testing axial fan CFD computation performance and the associated turbulence modeling accuracy. Tunnel fan improvements could be further investigated by CFD, utilizing a similar methodology presented in [14] and the tunnel-model facility presented in [1] , available in our laboratory.
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